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Table 5.  Units Dispatched Out of Order in the 30 Percent Demand Reduction Case

Plant Name

Marginal Cost
(Mills per

Kilowatthour)

Pure
Economic
Dispatch

(Megawatts)

Constrained
Economic
Dispatch

(Megawatts) Fuel

Minimum
Generation
(Megawatts)

Capacity
(Megawatts)

Brayton Point 6 .  .  .  . 20.6 0 99.36 Coal/NG 100 421

Brayton Point 1 .  .  .  . 20.6 0 63.17 Coal/NG 64 140

Brayton Point 1 .  .  .  . 20.6 0 45.57 Coal/NG 46 101

Brayton Point 1 .  .  .  . 20.6 0 63.17 Coal/NG 64 140

Brayton Point 1 .  .  .  . 20.6 0 45.57 Coal/NG 46 101

Mystic .  .  .  .  .  .  .  .  . 22.0 0 99.29 Coal/NG 100 565

Somerset .  .  .  .  .  .  . 22.2 0 34.31 NG 35 105

Potter Station 1 .  .  .  . 23.0 0 19.27 NG 20 76

Potter Station 1 .  .  .  . 23.0 0 3.27 NG 4 13

New Haven Harbor .  . 23.3 0 119.24 NG 120 447

New Boston 1 .  .  .  .  . 24.2 0 98.99 NG 100 205

New Boston 1 .  .  .  .  . 24.2 0 84.39 NG 85 175

New Boston 3 .  .  .  .  . 24.2 0 184.18 NG 185 380

Salem Harbor 1 .  .  .  . 25.9 0 34.11 Coal 35 79

Salem Harbor 2 .  .  .  . 25.9 0 34.11 Coal 35 78

Salem Harbor 3 .  .  .  . 25.9 0 59.10 Coal 60 143

Salem Harbor 4 .  .  .  . 25.9 0 99.10 Coal 100 400

West Springfield .  .  . 26.0 0 19.11 NG 20 107

Norwalk Harbor 1 .  .  . 28.6 0 38.98 Oil 40 162

Norwalk Harbor 2 .  .  . 28.6 0 38.98 Oil 40 168

Middletown 3 .  .  .  .  . 30.7 0 93.87 Oil 95 233

Cleary Flood .  .  .  .  . 32.5 0 33.79 Oil 35 85

Montville 5 .  .  .  .  .  . 32.6 0 19.77 Oil 21 81

NG = natural gas.
Note: The cost data reported on FERC Form 1 are at the plant level, and the FERC Form 715 data are at the unit level. Whenever

the Form 1 data indicated the use of oil and natural gas, it was assumed that all units used natural gas.
Source: Energy Information Administration, Office of Integrated Analysis and Forecasting.
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